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ADDENDUM NO. 2

DATE: February 17, 2023

DEPARTMENT OF GENERAL SERVICES
BUREAU OF CAPITAL PROJECT DESIGN MANAGEMENT

1800  HERR STREETS
HARRISBURG, PENNSYLVANIA

ADDENDUM NO.  2

on

PROJECT NO. DGS C-0404-0034 PHASE 001
PROJECT TITLE - McKeever Environmental Center Demolition Project
PROFESSIONAL:
KCI Assoc. of Ohio
441 Wolf Ledges Pkwy
Akron, HI, 44311

If you submitted a bid prior to this Addendum being issued, your bid has been discarded and you 
must re-submit your bid(s) prior to the bid opening date and time.  

GENERAL CHANGES – ALL CONTRACTS
         Item 1 - Design Build Contractor is to work with DCNR and PHMC during the design build process to locate and 
erect a kiosk to reference buildings that were removed during demolition. The kiosk style and information contained 
within it will be determined by PHMC, who will be working in conjunction with DCNR and DGS during the project.

   Item 2 - Existing water line to be repaired, that is noted on plans, is 2" in diameter.

SPECIFICATION CHANGES – ALL CONTRACTS
         Item 1 -   N/A
          
DRAWING CHANGES – ALL CONTRACTS
         Item 1 - Page C-2 February 2023 (attached), will replace Page C-2 from original plan package. This page now 
notes that the shed located outside the maintenance building is to be removed with the other debris located along the 
surrounding tree line at this location. The shed contains signs and miscellaneous wood used for repairs by the facility.
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CHECKED BY SCALE

DRAWING NO.

LAKE & SANDY LAKE TOWNSHIPS, MERCER COUNTY, PA

DEMOLITION OF MCKEEVER
ENVIRONMENTAL CENTER

PROJECT NO. DGS 0404-0034, PHASE 001

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF GENERAL SERVICES

HARRISBURG, PENNSLYVANIA

KCI TECHNOLOGIES, INC.
5001 LOUISE DRIVE, SUITE 201

MECHANICSBURG, PA

PROFESSIONAL'S SIGNATURE Date

AS-BUILT REVISIONS

DESCRIPTION DESCRIPTION

VERIFY SCALE
BAR IS ONE (1) INCH LONG

ON ORIGINAL DRAWING:

0 1
IF BAR IS NOT ONE(1) INCH LONG,

ADJUST SCALE ACCORDINGLY

CONTRACTOR SHALL FIELD VERIFY
ALL DIMENSIONS.

VARIANCE FROM CONTRACT
DOCUMENTS  NOT PERMITTED

WITHOUT PROFESSIONAL & BUREAU
OF CONSTRUCTION APPROVAL.

C-2M HAEFNER

1" = 40'

FEB 2023

DEMOLITION PLAN

B FINCHER

1. THE CONTRACTOR SHALL NOTIFY PA ONE CALL SYSTEM (811) 48
HOURS PRIOR TO EXCAVATION TO HAVE UNDERGROUND UTILITIES
MARKED. THE CONTRACTOR SHALL NOTIFY ALL UTILITY OWNERS
PRIOR TO ANY EXCAVATION.

2. THE CONTRACTOR SHALL REPAIR OR REPLACE IN KIND ANY
EXISTING FEATURES DAMAGED OR DESTROYED DURING
CONSTRUCTION.

3. ALL BACK-FILLED AND DISTURBED AREAS TO BE STABILIZED IN
ACCORDANCE WITH APPROVED METHODS WITHIN 14 DAYS OF
DISTURBANCE.

4. ALL CONSTRUCTION MUST BE DONE IN COMPLIANCE WITH THE
OCCUPATIONAL SAFETY AND HEALTH ACT. LATEST EDITION, AND
ALL RULES AND REGULATIONS THERETO.

5. THE CONTRACTOR SHALL KEEP EXISTING UTILITIES SERVICING
ADJACENT FACILITIES IN OPERATION.

6. THE CONTRACTOR SHALL EXERCISE EXTREME CARE AND CAUTION
AND TAKE MEASURES NECESSARY TO PROTECT TREES DURING
DEMOLITION ACTIVITY.

7. THE EXISTING UTILITIES AND OBSTRUCTIONS SHOWN ARE FROM
THE BEST AVAILABLE RECORDS, AND  SHALL BE VERIFIED BY THE
CONTRACTOR TO HIS SATISFACTION PRIOR TO DEMOLITION. THE
COMPLETENESS OR CORRECTNESS OF THE INFORMATION GIVEN
IS NEITHER WARRANTED NOR GUARANTEED. NECESSARY
PRECAUTIONS SHALL BE TAKEN BY THE CONTRACTOR TO
PROTECT EXISTING SERVICES AND MAINS AND DAMAGE TO THEM
DUE TO HIS NEGLIGENCE SHALL BE REPAIRED IMMEDIATELY AT HIS
OWN EXPENSE.

8. ALL MATERIALS THAT CONTACT DRINKING WATER WILL COMPLY
WITH THE SAFE DRINKING WATER ACT SECTION 1417 (A) (4) (8)].

GENERAL NOTES

0

( IN FEET )
1 inch = 40ft.

20 4040 80

1. ALL BUILDINGS/STRUCTURES TO BE DEMOLITION SHALL BE
COMPLETELY REMOVED TO FOUR FEET BELOW THE LOWEST
GRADE OF THE EXTERIOR WALL OF THE BUILDING.

2. ALL UTILITIES SERVICING BUILDINGS/STRUCTURES TO BE
DEMOLITION SHALL BE DISCONNECT A MINIMUM OF FOUR FEET
OUTSIDE OF THE BUILDING/STRUCTURE FOOTPRINT.  UTILITIES
SHALL BE DISCONNECTED PRIOR TO THE START OF DEMOLITION
ACTIVITIES.  DISCONNECTION AND CAPPING OF UTILITIES SHALL BE
IN ACCORDANCE WITH THE REQUIREMENTS OF THE INDIVIDUAL
UTILITY SERVICE PROVIDERS.

DEMOLITION NOTES


